,D(.'-‘;C;IT View Pf)\\"c",l‘. Inc. an atfiliare of

December 08, 2020
DVP-200028

Mr. David Jones
Air Pollution Control Officer

South Coast Air Quality Management District
21865 East Copley Drive

Diamond Bar, California 91765-4182

Subject: Monthly Report of Excess Emissions for November 2020

SCAQMD FILE # 100154
Permit No. CB-ROpP 05-01

NSR 4-4-11; SE 87-01

Dear Mr. Jones:

Please call if you have any questions Or comments. | can be reached at (760) 262-16

Robertson

Plant Manager

62-300 Gene Welmas Dr [ Mecca, CA 92254
(760)396-2554
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encl

Cc:

Chief, Stationary Source Division
California Air Resources Board

P.O. Box 2815

Sacramento, CA 95814

Director, Air Management Division

Attention: Air-5

U.S. Environmental Protection Agency

75 Hawthorne Street

San Francisco, CA 94105-3901

62-300 Gene Welmas Dr | Mecca, CA 92254
(760)396-2554



Quarterly

Excess

DESERT VIEW POWER PLANT
EXCESS EMISSIONS REPORT

BOILER #1

November 2020

Reaamg at 3% 02

Hours Operated: 501 hrs

Boiler Report Emission Duration [~AV Maximum | Permit |
Number Code number Date Limit Exceeded (hrs) Value Value Limit Comments
CEM DOWNTIME CEM CEMS DOWNTIME
11/107/2020 | Nox ppm@3%02 21 CEM taken out of service for maintenance.
11/107/2020 Nox Ib/mmbtu 21 CEM taken out of service for maintenance.
11/10/2020 NOx Ib/hr 21 CEM taken out of service for maintenance.
11/1172020 NOXx Ib/hr 6 CEM taken out of service Tor maintenance.
11/10/2020 [ So2 ppm@3%02 21 taken out of service for maintenance.
11/10/2020 So2 ib/mmbtu 21 CEM taken out of service for maintenance.
11/10/2020 So2 ib/hr 21 CEM taken ouf of service for maintenance.
11/1172020 So2 Ib/hr 6 taken out of service for maintenance.
11/10/2020 | €O ppm@3%02 21 CEM taken ouf of service for maintenance.
11/10/2020 CO Ib/hr 21 CEM taken out of service for maintenance.
11/11/2020 CO Ib/hr 6 CEM taken out of service for maintenance.
NOTE: 1. The term ALL is used in the Limit Exceeded column to indicate the following:

(Nox ppm, Nox Ib/hr, Co ppm, Co Ib/hr, So2 ppm, & So2 Ib/hr)




DESERT VIEW POWER PLANT
EXCESS EMISSIONS REPORT

BOILER #2
November 2020
. Hours Operated: 277 hrs
Quarterly  Excess Reading at 3% 02
Boiler Report Emission Luration [TAVErage T Viaxi [~ Permit |
Number Code number Date Limit Exceeded (hrs) Value Value Limit Comments
CEMS DOWNTIME CEMS CEMS DOWNTIME
11/8/2020 | Nox ppm@3%02 1 CEM taken out of service for maintenance.
11/25/2020 | Nox ppm@3%02 2 CEM taken out of service for maintenance.
11/26/2020 | Nox ppm@3%02 9 CEM taken out of service for maintenance.
117872020 Nox Ib/mmbtu 1 CEM taken out of service for maintenance.
11/25/2020 Nox Ib/mmbtu 2 CEM taken out of service for maintenance.
11/26/2020 Nox Ib/mmbtu 9 CEM taken out of service for maintenance.
11/25/2020 NOXx Ib/hr 2 CEM taken out of service for maintenance.
11/2672020 NOx Ib/hr ] CEM taken ouf of service for maintenance.
11/8/2020 | so2 ppm@3%02 1 CEM taken out of service for maintenance.
11/25/2020 | "so2 ppm@3%02 2 CEM taken out of service for maintenance.
11/26/2020 | So2 ppm@3%02 9 CEM taken out of service for maintenance.
117872020 So02 Ib/mmbtu 1 CEM taken out of service for maintenance.
11/25/2020 So2 Ib/mmbtu 2 CEM taken out of service for maintenance.
11726712020 So2 Ib/mmbtu 9 CEM taken out of service for maintenance.
11/25/2020 So2 Ib/hr 2 CEM taken out of service for maintenance.
11/26/2020 So2 ib/hr 9 CEM taken out of service for maintenance.
11/8/2020 | cO ppm@3%02 1 CEM taken out of service for maintenance.
1172572020 | CO ppm@3%02 2 CEM taken out of service for maintenance,
11/26/2020 | €O ppm@3%02 10 CEM taken out of service for maintenance.
1112712020 | CO ppm@3%02 1 CEM taken out of service for maintenance.
1172572020 CO Ib/hr 2 CEM taken out of service for maintenance.
11/26/2020 CO lb/hr 10 CEM taken out of service for maintenance,
11/2772020 CO Ib/hr 1 CEM taken out of service for maintenance.
NOTE: 1. The term ALL is used in the Limit Exceeded column to indicate the following:

(Nox ppm, Nox Ib/hr, Co ppm, Co Ib/hr, So2 ppm, & So2 Ib/hr)




DESERT VIEW POWER PLANT
EXCESS EMISSIONS REPORT

STACK
November 2020
Hours Operated: 720 hrs
Quarterly  Excess Reading at 3% 02
Boler Report  Emission Duration era X T4
Number Code number Date Limit Exceeded (hrs) Value Value Limit Comments
Opacity % 3-Min pacity violation uring start of induce raft fan after
11/10/2020 Avg 0.05 35 10 repairs during recent outage
CEMS DOWNTIME CEMS CEMS DOWNTIME
NOTE: 1. The term ALL is used in the Li

(Nox ppm, Nox Ib/hr, Co ppm

mit Exceeded column to indicate the following:
, Co Ib/hr, So2 ppm, & So2 Ib/hr)

A



South Coast Air Quality Management District
Form 500-N

Title Vv - Devla!lons, Emergencles & Breakdowns

oo writen report i j addion to requirements o verbally report certain types of incidents,
KUQ“‘ICWOE calling AQMD at 1-800-288-7664 (1-800-CUT-SMOG) or AQMD enforcement personnel,

Mail To:

SCAQMD

P.0. Box 4941

Diamond Bar, CA 91765-0941

Verbal reports may be made by Tel: (909) 396-3385

www.agmd.gov

b. [} Breakdown under:

1. Facllity Name {Business Name of Operator That Appears On Permit): 2. Valid AQMD Facility ID {Available On Permit Or Invoice Issued By
Desert View Power AQUDY 100154
3, Address: 62-300 Gene Welmas Drive
(where incident occurred) Street Address
Mecca CA 92254
City State Zip
4. Mailing Address: Same as above
{if different from ftem 3) Street Address
City State Zip
5. Provide the name, litie, and phone number of the person to contact for further information;
Kevin Lawrence Operations Manager (760) 262-1644
Name Title Phone #
Section Il - Reporting of Breakdowns, Deviations, and Emergencies :
1. This written natification s to report an): ,
Type of Incident Verbal Repart Dyg* Written Report Due
a. [ Emergency under Rule 3002(g) Within 1 hour of discovery ~ Within 2 working days from when the emission limit was
exceeded, .

For Rules 430 & 2004 - Within 7 calendar days after

For Rules 430 & 2004 - Within 1 hour of breakdown is corrected, but no later than 30 days from
D] Rute 430 (Non-RECLAIM) discovery. start of the breakdown, unless a written extension is
[JRule 2004 (RECLAIM) granted.
g For Rule 218 ~ Within 24 hours or next business
0 [%lg:' ;Li‘;‘fg&?ﬁ LAM) day for failure/shutdown exceeding 24 hours For Rule 218 - With required semi-annual reports,
€. [J Deviation with excess emissions * Within 72 hours of discovery of the deviation or Within 14 days of discovery of the deviation,
[See Title V Pemmit, Section K, Condition No. 228] shorter reporting period if required by an
applicable State or Federa) Regulation,
d. [J Other Deviation None With required semi-annual monitoring repors,
[See Title V Permit, Section K, Condition Nos, 22D & 23] ) B
2. Theincident was first discovered by: Louie Lopez on 11/10/2020 12:20 @ am
Name Date Time C PM
3. The incident was first reported by:_Operator 4 on 11/10/2020 1255 @ am
Name of AQMD Staff Person Date Time : PM
a. (¢ ViaPhone
b. C InPerson Notification Number (Required): 632315
4. When did the incident actually occur? 11/10/2020 12:20 @AM
Date Time C PM
Received By: Assigned By: Inspector;
Date/Time Received: DatefTime Assigned: Date/Time Received Assignment:
AQMD Date Delivered To Team: Date Reviewed Inspector Report: Date Inspected Facility:
OUNSELY Team: Sector: Breakdown/Deviation Notification No. Date Completed Report:
Recommended Action; Cancel Notification Grant Relief Issue NOV No. Other;
Final Action: Cancel Notification Grant Relief Issue NOV No. Other:

© South Coast Air Quality Management District, Form 500-N (2014.07)




5. Hos thelncident stopped? . yes, o 11/10/2020 12:20 G
Date Time C PM

6. Whatwas the total duration of he incident?

1. For equipment wilh an
whan was the end of theoperating ey

eraling cycle, s dafined in Rula 430 (bl3)A),
clo during which tha incident occurrad?

0 05
Days . Hours

. ’ , . , Date tme
8. Describe thaincideng and identify each piacs of equipment (by permit, &pplication, or device number) affectod. Attach photos (when avallabls) of the slfectoq
equipment and attach additional Pagesasnocossary,

9. Theincident may haveresulled ip a;
2. [x] Violation of Permit Conditons).

b. [7 Viotaton of AQup Rule(s):

1. Did the incidant rasuit jy 6xcess emissions? (o & Yes (Complete the following and attach calcufations,)

Ovoc
Cco

12. For RECLAM fcstities Subject fo Ruls 2004

EPA Permit # CB-ROP 05-01

{
10. What was the probable cause of theincidont? Attach additional pages as necessary.
i iler 1 the outlet €xpansion joint for the induced draft fan was replaced by contractors. The ai¢ one
. .

Ibs 7 nox Jbs O sox Ibs [ Ha2s —_—

s B3 py bs O oter: fbs
(Y ONLY: i excass emissions of NOx and/or SOx ware reparted in Hem 11, do you want thess

when delermining complignce wilh your annual allocations?
a CYesfor [ Jnox I sox b.

W box 12(b) above is checked, include aff Information specified jn Rule 2004()3)(B) and (C). as applicable,

To ensure that this does not happen

14. Was the facility operaling Properly prior to the j

CNofor [INox [Jsox

8le.) and the preventative measures employad to

again operations will thoroughly in.

Incident?

" avold fulura incitents, i i i s
Spect any fans before releasing it for operation.
Cleaning out any and all debris sp that it does not Cause an opacity violation again.

8. (% Yes b.  No, because:

15. Did theincident resull from aperator 8fror, neglect or improper operation or maintenence procedures?
a € Yes b & Nobecause: Tp,e EXpansion joint was replaced from the outside of the duct, inside not visible.

16. Has the facility returned lo compliance?

8. € No, because;

Section Ill - Certification Statement

T cortity under penally of law that baseq on information and beliaf formed afer reasonable inquiry,
te.

and olfier materils ere trug, accurale, and complol

Penally of law that that I am the responsible official for this facility as defined in AQMD Regulation XXX,

For Title V Facilities ONLY: lalso certify under
1. Sigfistule of Responsib al: 2 Tills of Responsible Official:

A Plant Manager
3. Pt me: 4. Dale:

Jim Robertson 111272020
5. Phone 6. Fax ¥
(760) 262-1600
7. Address of Responsible Official:
62-300 Gene Welmas Drive Mecca CA 92254

Streel ¥ City Sale  Zp

© South Coast Alr Quality Management District, Form 500-) (2014.07)

emissions to be counted

—_—
the statements and information in this document and in elf allachments




Colmac Energy
Mecca, CA

Daily Stack 3-Min Opacity Report
November 10, 2020

3-Min Avg Opacity Limit - 10

Hour 00-03 03-06 06-09 09-12 12-18 15-18 18-21 2124 24.27 27-30
30-33 33-36 36-39 3942 42-45 45-48 48.51 51-54 54-57 57-60
00 28 2.8 2.9 2.8 28 28 34,5 6.9 4.0 29
48 3.0 28 24 24 24 2.4 24 24 24
01 23 23 23 2.3 23 23 23 23 23 2.4
23 23 2.3 23 23 2.3 23 23 23 23
02 23 24 2.4 2.3 24 23 23 23 23 23
23 23 23 24 23 23 23 23 2.3 23
03 23 23 23 23 2.3 23 23 2.2 22 22
23 22 2.2 22 23 23 2.2 23 22 22
04 2.2 2.2 22 2.3 2.2 2.3 23 2.2 2,2 22
2.2 23 2,3 2.2 2.2 22 23 2.2 2.2 23
05 23 2.2 22 2.2 22 22 2.2 2.2 2.2 22
22 2.2 22 2.2 23 22 2.2 2.1 2.2 22
06 2.3 23 23 23 24 24 24 24 24 24
25 25 25 25 25 25 25 25 2.6 26
07 26 2.6 26 2.6 286 2.6 26 26 26 26
2.6 2.6 27 26 26 26 26 26 27 27
08 27 26 27 26 27 Cal Cal Cal 27 28
27 24 24 2.5 24 24 24 24 24 25
09 25 25 2.5 25 25 25 25 25 25 2.5
25 25 25 2.5 25 25 25 25 25 25
10 2.5 24 25 24 24 2.5 2.4 24 24 24
24 24 24 24 24 24 24 - 24 2.4 2,4
11 24 24 24 2.4 24 2.4 24 24 2.4 24
24 24 24 24 24 23 23 24 23 2.5
12 2.4 24 24 2.4 24 24 24 24 24 2.4
24 24 24 24 24 24 24 24 24 24
13 24 24 24 2.4 24 24 2.4 24 2.4 2.4
24 24 24 24 24 24 24 24 24 24
14 24 24 2.4 24 24 24 25 24 25 25
25 25 25 25 25 25 25 25 25 25
15 25 25 25 25 25 25 25 25 25 2.5
25 25 24 2.4 24 25 2.5 25 25 25
16 25 25 25 25 2.5 25 2.5 25 25 25
25 25 24 2.5 2.5 2.5 25 25 25 25
17 25 25 24 25 25 25 25 2.5 2.5 2.5
25 25 25 2.5 25 25 25 25 2.5 25
18 gg 2.5 25 25 2.5 25 25 25 2.5 2.5
19 2-5 3-5 25 25 25 25 25 25 25 25
8 5 25 25 25 25 25 25 25 25
25 25 25 25 25 2,5 25 25 25 25
20 25 25 25 2.5 25 2.5 25 25 2.5 2.5
25 25 25 25 25 25 2.5 25 25 2.6
CeDAR Reports 11/12/2020 9:59 AM, Daily Stack 3-Min Opacily Report
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21-24 2a.27 2730
06-09 09-12 1215 15-18 18-21 27 20
Hour g&gg gg:gg 36.39 3042 4245 45-48 4851 51-54 54-57 57-6
26 27
: ! 26 2.7 27 26 26 27
# g.'g gf? g? 27 28 28 2.8 3.3 i.g 28
22 36 3.2 34 36 4.0 41 41 40 40 Y-
39 39 38 39 a9 40 38 7 29 27
23 25 29 31 4.2 39 38 37 3. 22 31
3.0 3.0 31 31 2.8 27 27 238 )

CeDAR Reporis 11/12/2020 9:59 AM, Daily Stack 3-Min Opacity Report
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Boilers Stack Excess Emissions

Colmac Energy
Opacity % 3-Min Avg Excess Emissions for 11/10/2020
Parameter Start End Duration Value Min Max Limit  Reason Action
Opacity % 3-Min Avg 11/10/2020 12:18 AM 1220 AM 3 minutes 35.0 35.0 35.0 10 Not specified
Total duration 3 minutes

CeDAR Reports 1 112/2020 10:01 AM, Boilers Stack Excess Emissions
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